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IAC Boston
27-Mar-2009
27-Mar-2009

Job 1D 035709 Submission iD : 2009-064-00272
Comments :
ShoreTank # 11 After Discharge UML Composite
2009-064-00272-005 # 11 UML Composite
Method Test Resuit
ASTM D4052 AP Gravity 14.8
Test Temperature 15.56°C (60°F)
Density, g/mL 0.9653
ASTM D482 Ash Content, mass % 0.0585
1P 143 Asphaltenas, % (m/m) 1.2
ASTM [X189 Carbon Residue, mass % 7.98
ASTM D82 Proc. B Manual / Automated Manual
Flash Point, " F/° C 216/ 102.0
ASTM D240 Gross Heat of Combustion, BTU/b 18774
Unit Conversion, BTU/gal 161112
ASTM [D5782 Nitrogen, wi % 0.3411
ASTM D97 (IP 15} Pour Point, * F 59
ASTM D473 Sediment Content, mass % / vol % Q.05/0.02
ASTM D4294 Sulfur Content, mass % 0.478
ASTM D445 Test Temperature 50°C (122°F)
Kinematic Viscosity, cSt 393.7
ASTM D2161 Test Temperature, ° F 122
Saybolt Furol Seconds, sec 185.8
ASTM D1796 Water and Sediment, % {(v/v} 0.000
ASTM D85 Water, % (v/v) 0.00
ASTM DE8BB3 Method B Sodium, ppm (mg/kg) 8.2
Vanadium, ppm (mg/kg) 7.1
ASTM D5184 Method B Aluminum, ppm {mg/kg) 92
Silicon, ppm (mg/kg) 82
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